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EYED NOTES: (THIS SHEET ONLY)

PIPING IN EACH ROOM TO BE RUN AS HIGH AS POSSIBLE TO AVOID CONFLICTS.
COORDINATE INSTALLATION AND ROUTING WITH OTHER TRADES PRIOR TO ‘ AN“OmESI‘ ;N
ROUGH-IN.

Y¥5" CW, %" HW AND 2" VENT DOWN IN WALL TO SERVE FIXTURE.

1100 Clark Avenue
BREAKROOM SINKS ARE TO BE SERVED FROM WATER, WASTE AND VENT PIPING St. Louis, Missouri 63102

IN TOILET ROOM CHASE. T: 314.241.6250
F: 314.241.2570

| o PROVIDE SHUT-OFF VALVES AT THE ENTRY TO EACH ROOM.

Q —

& EMERGENCY SHOWER TO BE SERVED WITH FIELD FURNISHED AND INSTALLED

T 1" TEMPERED WATER TO SHOWER HEAD FROM WALL RECESSED CABINET.

| EYEWASH PORTION OF ASSEMBLY TO 2" WASTE AND 2" VENT. TYPICAL FOR ALL
= INSTALLATIONS. REFER TO DRAWING P0403, DETAIL 4. William Tao & Associates, Inc
g MEP/FP Engineer _
1] @ DECK MOUNTED EMERGENCY EYEWASH TO BE LOCATED AT SINK. INSTALL 7955 Manchester Road, Suite 125
I THERMOSTATIC MIXING VALVE IN CABINET SPACE BELOW THE SINK. S 43
COORDINATE MOUNTING REQUIREMENTS OF EYEWASH AND TMV WITH THE A
1oa S&%@,RSE _I(_ZASI)LN;RACTOR. TYPICAL FOR ALL INSTALLATION. REFER TO DRAWING David Mason & Associates, Inc

Structural & Civil Engineer

800 South Vandeventer Avenue
DROP PIPING DOWN TO BELOW STRUCTURAL STEEL MEMBER. HOLD TIGHT TO St. Louis, MO 63110
s BOTTOM OF STEEL. 314.534.1053
—
| PIPING IN CORRIDOR TO BE RUN AT BOTTOM OF STRUCTURAL STEEL CROSS Faith Group
| MEMBERS. COORDINATE INSTALLATION WITH AND ROUTING WITH OTHER Technology
| TRADES PRIOR TO ROUGH-IN. 3101 S. Hanley Rd, Suite 100
St. Louis, MO 63143
[9] 4" SANITARY VENT RISER UP TO SERVE WATER CLOSETS, URINALS AND FLOOR 314.991.2228
a E DRAINS ON EACH LEVEL. Kuhlmann Leavitt, Inc.
' Q = 4” SANITARY WASTE RISER UP TO SERVE WATER CLOSETS, URINALS AND E”"'"’”’;‘jggaégrrsarﬂggifes'gnage
E ) B B B . iR B ) B B B ) B ) FLOOR DRAINS ON EACH LEVEL. St Louis. MO 63130
s 314.725.6616
3 2” SANITARY WASTE RISER UP TO SERVE LAVATORIES ON EACH LEVEL.
(% KWA Architects
+ ‘ 2” SANITARY VENT UP TO LEVEL 4. REFER TO DRAWING P0104.A FOR VENT Architecture
| S PIPING TERMINATION. 9721 Litzinger Road
4" UP TO O.D. E St. Louis, MO 63124
2 4"UPTOR.D. |",> FLOOR SINK UNDER COUNTERTOP/WITH IN CASEWORK. VERIFY LOCATION 314.962.2560
S | I WITH EXACT EQUIPMENT PLACEMENT PRIOR TO ROUGH-IN. COORDINATE ’
Iy L8 }— | FLOOR OPENING WITH THE GENERAL CONTRACTOR. spellman r‘?(;fg)éfi‘gigp“pa”y
I TP | ,
7 | & HOT WATER RETURN CIRCUIT SETTER VALVE. LOCATE IN AN ACCESSIBLE 8251 Maryland Avenue, Sutte 300
"y LOCATION ABOVE THE CEILING. REFER TO DRAWING P0502, DETAIL 11.  314.862.0070
: 862.
N ] ||
g 15 NOT USED SWT Design
: |! Landscape Architect
| S 7722 Big Bend Blvd
3 > NOT USED St. Louis, MO 63119
| 5 5 314.644.5700
LAB FAUCET ‘L2-2’ FOR COLD WATER SERVICE ONLY. PROVIDE TWO FAUCETS o ,
1/2"g @ FOR EACH CUP SINK. EXTEND CW PIPING WITHIN UTILITY CHASE OF EACH SET Weg?ufn”b?:}geggi‘r% %‘:{)‘t’ggason Inc.
5 OF LAB CASEWORK. 1400 S. 3rd Street, Suite 201
S ‘@ REFER TO DRAWING P0405 WATER SUPPLY RISER 8. St Louis, Mo os104
™
—— 4"UP TO O.D.
Y o UPTORD. R REFER TO DRAWING P0407 WATER SUPPLY RISER 2.
D)+ B s e e S - R -2 B
‘ > | REFER TO DRAWING P0405 WATER SUPPLY RISER 4.
! I o A REFER TO DRAWING P0409 WATER SUPPLY RISER 2.
|
| s 6\‘\ REFER TO DRAWING P0409 WATER SUPPLY RISER 4.
(TYPI2) &
34'e o | 1/2" HW DOWN IN WALL TO SERVE UNDERCOUNTER GLASS WASHER. VERIFY
T CONNECTION POINT TO UNIT AND LOCATION. PROVIDE ALL FITTINGS AS
= - REQUIRED.
‘ :
i L - - - —1/2" g 1—% - - - - - - - - —
PROVIDE WASTE TYPE TRAP PRIMER (TP-3) ON LAVATORY DRAIN.
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- I | 6 ASI- 033 (RFI 261,286,309 & 310) 03 NOV 2016

— | | 5 ASI-024 (RFI 222,233,235 & 236) 24 AUG 2016

| ; 3'o A 4 S.D. DN 4 ASI-019 (RFI-193,208 & 212) 29 JUL 2016

| z ‘1;/ 30.D.DN 3 ADDENDUM 2-4 24 MAY 2016
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