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- — ‘ _ - LEVEL 0 FOUNDATION PLAN NOTES:
— - 1. SLAB-ON-GRADE CONSTRUCTION: 6" SLAB-ON-GRADE w/6x6,W2.9xW2.9 W.W.F. OVER 2" COMPACTED
- g ‘ GRANULAR FILL (1/2" MINUS) AND 4" COMPACTED GRANULAR FILL (6" TOTAL GRANULAR FILL) OVER 15 MIL VAPOR
- - B — | N RETARDER, SEE TYPICAL DETAIL ON SHEET S0002.
_— ! _— - - - - - - - - —{ : } - - - - - - - -
- 2. FOR GENERAL NOTES AND TYPICAL DETAILS, SEE SHEETS S0001 THRU S0003.
- ‘
/QB/ 3. FINISHED FLOOR ELEVATION = 72'-0".
: - - 4. JOINT FILLER SHALL BE PLACED IN CLEAN JOINTS, OVERFILLED AND SHAVED FLUSH.
- ‘ . .
B — ‘ 5. ALL GRADE BEAMS/PILE CAPS TO BE CENTERED UNDER WALLS AND/OR COLUMNS, UNLESS NOTED Drawing Title:
- OTHERWISE.
- )
~ —~ E:) 6. PROVIDE CONTROL JOINT (C.J.) IN SLAB-ON-GRADE AT 15'-0"0.c. (MAXIMUM) IN EACH DIRECTION.
- 2 N LEVEL 0 FOUNDATION
- 7. TOP OF INTERIOR COLUMN PILE CAPS = 71'-0", U.N.O.
- PLAN
| 8. SEE MECHANICAL, PLUMBING AND ELECTRICAL DRAWINGS FOR EQUIPMENT HOUSEKEEPING PAD LOCATIONS,
SIZES, DIMENSIONS AND ELEVATIONS. CONTRACTOR SHALL VERIFY EQUIPMENT HOUSEKEEPING PAD SIZES,
3-0" DIMENSIONS AND ELEVATIONS WITH CERTIFIED EQUIPMENT VENDOR DRAWINGS PRIOR TO CONSTRUCTION OF
‘ /%T EQUIPMENT HOUSEKEEPING PADS. SEE SHEET S0002 FOR TYPICAL EQUIPMENT HOUSEKEEPING PAD DETAIL.
| CONTRACTOR SHALL FURNISH AND INSTALL EQUIPMENT ANCHOR ATTACHMENT TO SUPPORTING CONCRETE. ANY -
‘ EQUIPMENT ANCHORAGE TO CONCRETE NOT SHOWN ON THE DRAWINGS SHALL BE DESIGNED, FURNISHED AND Project No.: 04561.01 Checked by:
‘ —_— @ - - - - - - - y - - - - - - - N\ INSTALLED BY THE CONTRACTOR. THE EQUIPMENT ANCHORAGE DESIGN SHALL BE BY A PROFESSIONAL
‘ 32' . g 4 -7 | ENGINEER LICSENSED IN THE STATE OF MISSOURI AND SUBMITTED TO THE STRUCTURAL ENGINEER FOR
V4 V4

y REVIEW PRIOR TO CONSTRUCTION OF EQUIPMENT HOUSEKEEPING PADS.
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