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NIBCO TYPE 604 ADAPTOR

AND CHROME PLATED
BRASS ESCUTCHEON.

SUPPORT BRACKETS —

TYPE "L" COPPER
WATER PIPE

o] !

2" WASTE, (MIN.), FOR LOCATION
AND ROUTING OF WASTE, VENT e

H ]

(TYPICAL).

NOTE:

ALL EXPOSED PIPING, VALVES,
EQUIPMENT,ECT. TO BE A.D.A.
COMPLIANT.

— HEAVY LAVATORY SUPPLY KIT: HEAVY ANGLE STOP
VALVE W/ LOOSE KEY HANDLES AND HEAVY CHROME
PLATED COPPERSUPPLIES W/ INSULATED COVERS,

GRID STRAINER

5

& WATER PIPING REF. PLANS

N

2"x1-1/2" FOR (SINKS AND LAVS); ——— g |

[H

SANITARY TAPPED TEE

804 ADAPTOR

NIBCO TYPE DWV \J

&
TYPE "L" COPPER PIPE —

WALL CONSTRUCTION
(REF. ARCH DWG'S)

||

]
\

REQUIRED TO ACHIEVE A.D.A.
COMPLIANCE

LOCATE P-TRAP TO PROVIDE FOR MIN.
KNEE CLEARANCE OF 8"(PER A.D.A)). AS
REQUIRED

HEAVY CHROME PLATED BRASS P-TRAP W/
CLEANOUT PLUG AND HEAVY CHROME PLATED
BRASS ELBOW, INSULATE ALL EXPOSED SINK
WASTE AND WATER OUTLET PIPING AND

STOP VALVES, AS PER SPECIFICATIONS AND A.D.A.

NIBCO DWV TRAP ADAPTOR ANDHEAVY CHROME PLATED BRASS
COVER TUBE. PROVIDE CHROME PLATED SOLID CAST BRASS
ESCUTCHEON W/ SET SCREW, (TYP. AT WASTE AND WATER
WALL PENETRATIONS)

1 TYPICAL LAVATORY & SINK CONNECTION DETAIL

SCALE: N.T.S.

— x A.D.A. LAVATORY OFFSET, USE AS

2" WASTE, (MIN.) FOR LOCATION AND
ROUTING OF WASTE, VENT & WATER

TYPE "L" COPPER PIPE FOR H & CW,
REF. SPECIFICATIONS FOR OTHER
WATER PIPING

1-1/2" VENT, (MIN.)

PIPING REF. PLANS

ACID RESISTANT
DRAIN PIPING.

NIBCO TYPE 604 ADAPTOR
AND CHROME PLATED
BRASS ESCUTCHEON

SUPPORT
BRACKETS

o

—— HEAVY LAVATORY SUPPLY KIT: HEAVY ANGLE STOP
VALVE W/ LOOSE KEY HANDLES AND HEAVY
CHROME PLATED COPPER SUPPLIES. PROVIDE
INSULATED COVERS FOR ADA SINK

ACID RESISTANT STRAINER

5

A.D.A. SINK OFFSET USE AS REQUIRED
TO ACHIEVE A.D.A. COMPLIANCE

) |

WALL CONSTRUCTION
(REF. ARCH DWG'S)

LOCATE P-TRAP TO PROVIDE FOR MIN.
KNEE CLEARANCE OF 8"(PER A.D.A))

ACID DRAIN P-TRAP FOR ADA SINK INSULATE
ALL EXPOSED SINK WASTE AND WATER OUTLET

PIPING AND STOP VALVES, AS PER SPECIFICATIONS

ESCUTCHEON W/ SET SCREW,
(TYP. AT WASTE AND WATER
WALL PENETRATIONS)

P0503 SCALE: N.T.S.

m DETAIL: LAB SINK CONNECTION

A PROVIDE LIP AT END
OF TROUGH PAN

CLEVIS HANGER
(TYP)

20 GAUGE STEEL STRAPS 2 INCHES WIDE -
SECURE TO CLEVIS HANGER AND BOLTED
TO TROUGH PAN. STRAP TO WRAP AROUND

THE TROUGH PAN FOR COMPLETE SUPPORT i il
(TYP)
~ 4 INCH MINIMUM
v EACH SIDE
e it
~— 1" DRAIN PIPE
END VIEW

STEEL HANGER ROD - SUPPORT
FROM STRUCTURE ABOVE (TYP)

SANITARY PIPE - FITTING MAY BE
DIFFERENT OF EACH APPLICATION
e

4 INCH
[MINIMUM

o 0! |

P Lo

Lo IR

| gt

S

© © N\ / DEPTH OF TROUGH TO EQUAL PIPE

~ DIAMETER - BUT NOT LESS THAN 3"
ﬁ\ 1" DRAIN PIPE \ LENGTH AS REQUIRED TO PROVIDE
PROTECTION - FIELD VERIFY

NOTES:

1.

TROUGH PAN TO BE CONSTRUCTED OF 20 GAUGE GALVANIZED SHEET METAL, WITH END CAPS.

2. ALL JOINTS AND SEAMS TO BE BRAZED OR SOLDERED WATER TIGHT.
3. INSTALLATION SHALL MATCH THE SLOPE OF THE PIPE BEING PROTECTED.
4. DRAIN PIPE TO BE ON LOW END OF TROUGH PAN, EXTEND AND TERMINATE AS AN INDIRECT WASTE
AT THE NEAREST SANITARY FLOOR RECEPTOR.
5. COORDINATE INSTALLATION WITH SPACE CONDITIONS WHERE INSTALLED .
P0503 SCALE: N.T.S.
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DEIONIZATION SYSTEM
PROCESS AND INSTRUMENTATION DIAGRAM

SCALE: N.T.S.
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