
Level 01
86' - 0"

5

1' - 4" 5 1/2"

1' - 2" 7 1/2"

BEAM - SEE PLAN

#5 @ 12"o.c.

#6 DOWELS @
12"o.c. x 6'-0"

#6 @ 12"o.c.

#5 DOWELS @ 18"o.c. w/
FORM SAVER - TYP UNO

24

24

L6x6x5/16 x CONT. w/
3/4" DIA. x 6" EMBED
ADHESIVE ANCHORS @
18"o.c. FASTEN DECK w/
3/4" DIA. PUDDLE
WELDS @ 12"o.c.
TYP UNO

SEE APPLICABLE SECTION
CUT BELOW FOR REINF.

2
"

Level 01
86' - 0"

8

5 1/4"1' - 10"

DOOR - SEE ARCH.
DWGS.

SEE APPLICABLE
SECTION CUT
BELOW FOR REINF.

6" SOG @
AREA WELL

#5 U-BARS @ 12" o.c.

24"

5 1/4"1' - 2"

(3) #6 HOOK @ GRID E AND
EXTEND 36" NORTH OF DOORS

2
"

L8x8x1/2 w/ 1" CUT OFF
TOE OF HORIZ LEG
(GRIND SMOOTH) w/
3/4" DIA. x 6" EMBED
ADHESIVE ANCHORS
@ 18" o.c.

4"

8
"

Level 01
86' - 0"

8

5 1/4"1' - 10"

1' - 2" 5 1/4"

#6 @ 10"o.c. w/
MATCHING DOWELS

#5 @ 12"o.c. - HOOK
EACH END BETWEEN
DOORS

SEE APPLICABLE
SECTION CUT
BELOW FOR REINF.

5
"

2 1/2"

3
' -

 0
"

Level 01
86' - 0"

8

5 1/4"1' - 2"

1' - 10" 5 1/4"

#6 @ 10"o.c. VERT.
EACH FACE.

#7 @ 6"o.c. HORIZ. IN UPPER
HALF OF WALL. #8 @ 4"o.c.
HORIZ. IN LOWER HALF OF
WALL EXTEND ALL BARS 6'-0"
PAST GRIDS D&E

#7 @ 6"o.c. HORIZ. -
EXTEND 8'-0" PAST
GRIDS D&E

#4 CONT. @ TOP &
BOTTOM OF WALL

#8 CMU WALL
w/#5 @ 32"o.c.

#4 @ 32"o.c. TO
ALIGN w/ VERT.
WALL REINF.

30

24

STEM WALL
CONST. PER
6/S0300

#4 @ 16"o.c.

12

12

#4 CONT.

5
"

2 1/2"

Level 01
86' - 0"

8

5 1/4"1' - 2"

5 1/4"1' - 10"

(2) #5 E.F.

#5 @ 12"o.c.

SEE APPLICABLE
SECTION CUT
BELOW FOR REINF.

6 1/4"5 3/4"

4 3/4"

EMBEDDED PLATE
3/8"x1'-0"xCONT. w/3/4"
DIA.x6" LONG HEADED
STUDS @ 12"o.c.

2
' -

 0
"

1
' -

 6
"

#4 CONT.

5
"

2 1/2"

Level 01
86' - 0"

E

SLAB-ON-GRADE
- SEE PLAN

1' - 0" 2"

#4 CONT.

#4 @ 12"o.c. 24"Hx36"W

#4 @ 12"o.c. 24"Hx36"W

L3x3x1/4xCONT. w/ 5/8" DIA. x
4" LONG HEADED STUDS @
18"o.c. FASTEN DECK TO
ANGLE w/ 3/4" DIA. PUDDLE
WELDS @ 12" OC TYP UNO

SEE APPLICABLE SECTION
CUT BELOW FOR REINF.

Level 01
86' - 0"

6

SLAB-ON-GRADE
- SEE PLAN

1' - 2" 8"

#4 CONT.

#4 @ 12"o.c.
24"Hx36"W

#4 @ 12"o.c. 24"Hx36"W

L3x3x1/4xCONT. w/ 5/8" DIA.
x 4" LONG HEADED STUDS
@ 18"o.c. FASTEN DECK TO
ANGLE w/ 3/4" DIA. PUDDLE
WELDS

SEE APPLICABLE SECTION
CUT BELOW FOR REINF.

Level 01
86' - 0"

C.3

SLAB-ON-GRADE
- SEE PLAN

VERIFY WITH ARCH. DWGS.

OPENING - SEE PLAN

1' - 2" 1' - 6"

#4 @ 12"o.c.

36
24

#4 CONT.

SEE APPLICABLE
SECTION CUT
BELOW FOR REINF.

Level 01
86' - 0"

C.3

SLAB-ON-GRADE
- SEE PLAN

8" 6"

#4 CONT.

#4 @ 12"o.c. 24"Hx36"W

#4 @ 12"o.c. 24"Hx36"W

L3x3x1/4xCONT. w/ 5/8" DIA. x
4" LONG HEADED STUDS @
18"o.c. FASTEN DECK TO
ANGLE w/ 3/4" DIA. PUDDLE
WELDS

SEE APPLICABLE SECTION
CUT BELOW FOR REINF.

Level 01
86' - 0"

C.3

SLAB-ON-GRADE - SEE PLAN

8" 6"

#4 CONT.

#4 @ 12"o.c. 24"Hx36"W

SEE APPLICABLE SECTION
CUT BELOW FOR REINF.

Level 01
86' - 0"

5

SLAB-ON-GRADE
- SEE PLAN

1' - 2" 7 1/2"

#4 CONT.

#4 @ 12"o.c. 24"Hx18"W

#4 @ 12"o.c. 24"Hx36"W

L3x3x1/4xCONT. w/ 5/8" DIA.
x 4" LONG HEADED STUDS
@ 18"o.c. FASTEN DECK TO
ANGLE w/ 3/4" DIA. PUDDLE
WELDS

SEE APPLICABLE SECTION
CUT BELOW FOR REINF.

Level 02
100' - 0"

5

1' - 2" 7 1/2"

CURTAIN WALL SYSTEM
SEE ARCH. DWGS.

FIBER PANEL SYSTEM
SEE ARCH. DWGS.

SEE APPLICABLE
SECTION CUT BELOW
FOR REINF.

Level 02
100' - 0"

5

CURTAIN WALL SYSTEM
SEE ARCH. DWGS.

COLUMN - SEE PLAN AND
SCHEDULE

FIBER PANEL SYSTEM
SEE ARCH. DWGS.

SEE APPLICABLE
SECTION CUT BELOW
FOR REINF.

L4x4x5/16 EACH SIDE
OF COLUMN FOR
DECK SUPPORT - TYP.

1/4

Level 02
100' - 0"

F.5

BRICK VENEER
SEE ARCH. DWGS.

8" 1' - 2" 5 1/4"

#5 @ 12"o.c.
EXTEND 24"
PAST LEDGE

SEE APPLICABLE
SECTION CUT
BELOW FOR REINF.

T/LEDGE
SEE ARCH.

Level 02
100' - 0"

F.5

E.O.S. @ DOOR

1' - 11"

1' - 10" 5 1/4"

#4 DOWELS @ 10"o.c.
(24"h x36"w)

#4 x 3'-0"

SEE APPLICABLE
SECTION CUT
BELOW FOR REINF.

Level 02
100' - 0"

F.5

STAIRWELL

8" 1' - 2" 5 1/4"

EXTEND HORIZ. REINF.
8'-0" PAST GRIDS F &
7.1 - PROVIDE FULL HT.
OF WALL

PILASTER AT COLUMNS
(3 PLACES)

#7 @ 8"o.c. CURVED

#6 @ 8"o.c.
CURVED

T/LEDGE
SEE ARCH.

2
' -

 0
"

Level 02
100' - 0"

8

METAL PANEL
SYSTEM - SEE
ARCH. DWGS.

5 1/4"1' - 2"1' - 5"

9"5"

(5) #5 CONT.

#4 x 6'-0"
@ 12"o.c.

1
1
 1

/2
"

#5 @ 12"o.c.

SEE APPLICABLE
SECTION CUT
BELOW FOR
REINF.

L8x4x7/16 - CONT (LLV)
w/ 3/4" DIA x 6" EMBED
ADHESIVE ANCH @ 18" OC
FASTEN DECK W/ 3/4"DIA
PUDDLE WELDS @ 12" OC

24

4
"

Level 02
100' - 0"

4.6

L3x3x1/4xCONT. w/
5/8" DIA. x 4" LONG
HEADED STUDS @
18"o.c.

#4 @ 12"o.c.
24"Hx36"W

#4 CONT.

SEE APPLICABLE
SECTION CUT
BELOW FOR REINF.

T/SLAB EL. = 99' - 1"

PAVER SYSTEM
SEE ARCH

1' - 2"

Level 02
100' - 0"

3

(3) #8 CONT.
TOP AND
BOTTOM

#4 CONT.

#4 @ 12" o.c.

#4 @ 12" o.c.
LOCATE IN FLUTES

#4 x 5'-0" @ 12" o.c.
LOCATE IN FLUTES

36"

2"

E.O.D.

1' - 4 1/2"

EMBEDDED PLATE
3/8"x11"xCONT. w/3/4"
DIA.x6" LONG HEADED
STUDS @ 18"o.c.

3"

BENT PLATE 3/8"
w/3/4" DIA. x6"
LONG HEADED
STUDS @ 12"o.c.

6.5"

16"
BEAM WHERE
OCCURS

L4x4x3/8 BRACE
@ 4'-0" o.c. 1' - 0" FULL DEPTH

STIFFENER PLATE 3/8"
@ W12 - DOUBLE
ANGLE CONN @ W24

1/4

EACH
END

PAVERS w/ SHIMS
OVER HIGH DENSITY
INSULATION

5
" 

@
 G

R
ID

 C
.3

6
 1

/2
" 

T
Y

P
.RAILING AND

ATTACHMENT BY
RAILING MANUF.
SEE ARCH

Level 02
100' - 0"

8

BEAM - SEE PLAN

5 1/4"1' - 2"

BRICK VENEER
SEE ARCH DWGS.

#5 U-BARS @ 12"o.c.
w/ADD'L #5 BAR TOP

24"

SEE APPLICABLE SECTION
CUT BELOW FOR REINF.

Level 02
100' - 0"

A.6

BRICK VENEER
SEE ARCH DWGS.

1' - 2" 5 1/4"

#4 @ 12"o.c.
24"Hx24"W

SEE APPLICABLE
SECTION CUT
BELOW FOR REINF.

COORDINATE w/
ARCH. DWGS. FOR
BRICK LEDGE
ELEVATIONS

7"

Level 02
100' - 0"

7.1

BRICK VENEER
SEE ARCH DWGS.

8" 1' - 2" 1' - 8 7/8"

#4 @ 12"o.c.

1
' -

 4
"

1
' -

 2
"
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No. Description Date

William Tao & Associates, Inc
MEP/FP Engineer

7955 Manchester Road, Suite 125
St. Louis, MO 63143

314-884-7600

David Mason & Associates, Inc
Structural & Civil Engineer

800 South Vandeventer Avenue
St. Louis, MO  63110

314.534.1053

Faith Group
Technology

3101 S. Hanley Rd, Suite 100
St. Louis, MO 63143

314.991.2228

Kuhlmann Leavitt, Inc.
Environmental Graphics & Signage

7400 Pershing Ave
St. Louis, MO 63130

314.725.6616

KWA Architects
Architecture

9721 Litzinger Road
St. Louis, MO 63124

314.962.2560

Spellman Brady & Company
Interior Designer

8251 Maryland Avenue, Suite 300
St. Louis, MO 63105

314.862.0070

SWT Design
Landscape Architect
7722 Big Bend Blvd
St. Louis, MO 63119

314.644.5700

Webb Engineering Services, Inc.
Plumbing & Fire Protection

1400 S. 3rd Street, Suite 201
St. Louis, MO 63104

314.588.0600

Webster University
Interdisciplinary Science

Building

04561.01

1100 Clark Avenue
St. Louis, Missouri 63102

 T: 314.241.6250
F: 314.241.2570
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FRAMING SECTIONS AND
DETAILS

 3/4" = 1'-0"
1

FRAMING SECTION
 3/4" = 1'-0"

4
FRAMING SECTION

 3/4" = 1'-0"
5

FRAMING SECTION

 3/4" = 1'-0"
7

FRAMING SECTION

 3/4" = 1'-0"
6

FRAMING SECTION

 3/4" = 1'-0"
8

FRAMING SECTION
 3/4" = 1'-0"

9
FRAMING SECTION

 3/4" = 1'-0"
10

FRAMING SECTION

 3/4" = 1'-0"
11

FRAMING SECTION
 3/4" = 1'-0"

12
FRAMING SECTION

 3/4" = 1'-0"
13

FRAMING SECTION
 3/4" = 1'-0"

15
FRAMING SECTION

 3/4" = 1'-0"
16

FRAMING SECTION

 3/4" = 1'-0"
17

FRAMING SECTION
 3/4" = 1'-0"

18
FRAMING SECTION

 3/4" = 1'-0"
19

FRAMING SECTION
 3/4" = 1'-0"

20
FRAMING SECTION

 3/4" = 1'-0"
21

FRAMING SECTION
 3/4" = 1'-0"

22
FRAMING SECTION

 3/4" = 1'-0"
2

FRAMING SECTION
 3/4" = 1'-0"

3
FRAMING SECTION

 3/4" = 1'-0"
14

FRAMING SECTION
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