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STIFFENER
PLATE

1/4

1/4MIN.
WELD

STIFFENER PLATE
3/8" EACH SIDE OF BEAM
@ HSS SCREEN FENCE POST
CENTER UNDER HSS

3/16

3/16

BEAM - PER PLAN

HSS6x6x5/8" SEE PLAN FOR
LOCATIONS (18 TOTAL)

HSS6x4x3/8" CONTINUOUS
T/STEEL ELEVATION VARIES

DECK TYPE AND
ORIENTATION
VARIES PER
LOCATION
SEE PLAN
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3 3/4"

1 1/2"1 1/2"

3 3/4"

WF BEAM, PLATE, & HSS

10.5"x18"x1/2" PLATE w/
(4) 3/4" DIA. BOLTS IN
STD OVERSIZED HOLE
w/PLATE WASHER
3"x3"x1/4"

7
"

7
"

1
' -

 6
"

HSS6x6
ORIENATATION MAY VARY
SEE PLAN

10 1/2"

BEAM PER PLAN

    SCREENING
FENCE POST

STIFFENERS AND
DECKING NOT SHOWN
FOR CLARITY
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LEVEL 5
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SEE PLAN

L6x4x3/8 - CONT (LLH)

SEE TYP POUR STOP DETAIL

1/4 3-12

1/4 3-12

STIFFENER PLATE
3/8" EACH SIDE OF BEAM
@ HSS SCREEN FENCE POST
CENTER UNDER HSS

3/16

3/16
TYP

BEAM - PER PLAN

HSS6x6x5/8"

SLAB NOT
SHOWN FOR
CLARITY

3 1/4"

2"

2"

WF

HSS

3
"
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3/16

3/16

2"

4 1/2" 2"
1/2"

WF BEAM

9"x14"x1/2" PLATE w/(4)
3/4" DIA. BOLTS IN STD
OVERSIZED HOLE
w/PLATE WASHER
3"x3"x1/4"

2
"

5
"

5
"

2
"

1
' -

 2
"

HSS6x6

9"

BEAM PER PLAN

STIFFENERS AND
DECKING NOT SHOWN
FOR CLARITY

HSS

3 1/4"

1/4

12.5"x14"x1/2" PLATE

3/16

3/16

TYP

1/4" END PL
SEAL WELD - TYP

TYP

EMBED PL 1/2"x8"x1'-0"
W/ (4) 5/8"Ø x4" HD STUDS

3/8" SHEAR TAB
W/ (2) 3/4"Ø A325 BOLTS
VERT SLOTS IN PL
SHOP WELD TO BM

3/8" SHEAR TAB
W/ STD HOLES
SHOP WELD TO HSS

@ ROOF FRAMING CONDITION

@ COMP FRAMING CONDITION

L3x3x1/4 BRACE
TYP

3/8" GUSSET PL
TYP

1/4 2"

EA
END
TYP

EMBED PL 1/2"x8"x1'-0"
W/ (4) 5/8"Ø x4" HD STUDS
TYP

@ ELEVATOR PIT CONDITION

1/4
TYP

1/4

BOTH
FACES
TYP

2L8x4x1/2x0'-4" (LLV)
(1 EA SIDE OF HSS POST)
W/ (2) 3/4"Ø A325 BOLTS
VERT SLOTS IN L, STD
HOLES IN HSS - TYP

1/4

3
SIDES
TYP

HSS6x6 - TYP

A.1

L4x3x5/16 - CONT (LLH)

1/4" GUSSET PL @  24" OC

4
"

1/4

CONT
L TO
STIFF
PL -
TYP

1/4 3-12

CONT
L TO
FLG

1/4

STIFF
PL TO

BM
FLG &
WEB -

TYP

/7 S0302SEE SECTION :
FOR BAL OF INFO

3/16 3-12

1/4 3-12

1/4 3-12

4' - 0" 4' - 0"

L3x3x5/16 - CONT
FASTEN DECK TO L3x3 W/ 3/4"Ø PUDDLE WELDS
@ 12" OC TYP ALL 4 SIDES

3"

BT PL 3/8"x2 1/2"x6 1/2" - CONT (LLV)

#5 @ 12" OC
#5 @ 12" OC CENTERED IN DECK RIB

DBS @ 12" OC EA SIDE
OF VERT LEG

#5 @ 12" OC INTO DBS

#5 CONT - TYP

#5 CONT - TYP
1
 1

/2
" 

C
L
R

 T
Y

P SLAB & DECK INFILL TO MATCH TYPICAL
SLAB CONSTRUCTION - SEE PLAN NOTES

NOTE: REINF SPECIFIED IN DETAIL IS IN ADDITION
TO TYP SLAB CONSTRUCTION PER PLAN NOTES
& TYPICAL DETAILS

NOTE SHEAR STUDS NOT
SHOWN FOR CLARITY

3/16 3-12

1/4 3-12

1/4 3-12

4' - 0" 4' - 0"

L3x3x5/16 - CONT

3"

BT PL 3/8"x2 1/2"x6 1/2" - CONT (LLV)

#5 @ 12" OC
#5 @ 12" OC CENTERED IN DECK RIB

DBS @ 12" OC EA SIDE
OF VERT LEG

#5 @ 12" OC INTO DBS

#5 CONT - TYP

#5 CONT - TYP

1
 1

/2
" 

C
L
R

 -
 T

Y
P

2
" 

C
L
R

 -
 T

Y
P

NOTE SHEAR STUDS NOT
SHOWN FOR CLARITY

NOTE: REINF SPECIFIED IN DETAIL IS IN ADDITION
TO TYP SLAB CONSTRUCTION PER PLAN NOTES
& TYPICAL DETAILS

CEILING PER ARCH

SURGICAL LIGHT ASSEMBLY
AND HANGER RODS BY MFR

3/8" PL - COORD SIZE W/SURGICAL
LIGHT MFR

L3x3x1/4 HANGER TYP EA
CORNER (4 TOTAL)

L6x4x3/8 STRUT (LLV)
CONT BETWEEN BMS

1/4 1 1/2

1/4 1 1/2
TYP

1/4 3

1/4 3
TYP

1/4 1 1/2
TYP

1/4 1 1/2

1/4 1 1/2
TYP

L3x3x1/4 BRACE TYP EA
CORNER (4 TOTAL) SEE
DETAIL 4/S0002 FOR CONN
TO SLAB

L3x3x1/4 BRACE TYP EA
CORNER (4 TOTAL) WELD
TO TOP FLG OF W14 BEYOND

VIEW - AA

A A

L3x3 BRACE TYP EA
CORNER

L3x3 HANGER TYP EA
CORNER

3/8" PL

Checked by:Project No.:

Drawing Title:

©  Cannon  Design 2015

©
  
C

a
n
n
o
n
  
D

e
s
ig

n
 2

0
1
5

A
ll 

ri
g
h
ts

 r
e
s
e
rv

e
d
. 
N

o
 p

a
rt

 o
f 
th

is
 d

o
c
u
m

e
n
t 
m

a
y

b
e
 r

e
p
ro

d
u
c
e
d
 o

r 
u
ti
liz

e
d
 in

 a
n
y
 f
o
rm

, 
w

it
h
o
u
t 
p
ri
o
r

w
ri
tt
e
n
 a

u
th

o
ri
z
a
ti
o
n
 b

y
 T

h
e
 C

a
n
n
o
n
 C

o
rp

o
ra

ti
o
n
.

No. Description Date

William Tao & Associates, Inc
MEP/FP Engineer

7955 Manchester Road, Suite 125
St. Louis, MO 63143

314-884-7600

David Mason & Associates, Inc
Structural & Civil Engineer

800 South Vandeventer Avenue
St. Louis, MO  63110

314.534.1053

Faith Group
Technology

3101 S. Hanley Rd, Suite 100
St. Louis, MO 63143

314.991.2228

Kuhlmann Leavitt, Inc.
Environmental Graphics & Signage

7400 Pershing Ave
St. Louis, MO 63130

314.725.6616

KWA Architects
Architecture

9721 Litzinger Road
St. Louis, MO 63124

314.962.2560

Spellman Brady & Company
Interior Designer

8251 Maryland Avenue, Suite 300
St. Louis, MO 63105

314.862.0070

SWT Design
Landscape Architect
7722 Big Bend Blvd
St. Louis, MO 63119

314.644.5700

Webb Engineering Services, Inc.
Plumbing & Fire Protection

1400 S. 3rd Street, Suite 201
St. Louis, MO 63104

314.588.0600

Webster University
Interdisciplinary Science

Building

04561.01

1100 Clark Avenue
St. Louis, Missouri 63102

 T: 314.241.6250
F: 314.241.2570
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FRAMING SECTIONS AND
DETAILS
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BRACED CONNECTION DETAIL
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 1" = 1'-0"

8
BRACED CONNECTION DETAIL
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FRAMING SECTION

 3/4" = 1'-0"
9A

PLAN
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FRAMING SECTION

1
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FRAMING SECTION
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TYPICAL ELEVATOR GUIDE RAIL SUPPORT DETAIL
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FRAMING SECTION
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1 ADDENDUM 1-1 29 JAN 2016

2 ADDENDUM 1-7 16 MAR 2016

3 ADDENDUM 1-8 12 APR 2016

4 ADDENDUM 1-11 13 MAY 2016
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FRAMING SECTION
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16

FRAMING DETAIL
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